In this study, an advanced-ultra super critical (A-USC) simulation model was developed using the Performance Evaluation of power system efficiencies (PEPSE) software and data collected from a 500 MW ultra-supercritical (USC) coal-fired power plant in South Korea. Using the operational USC and a typical A-USC power plant steam conditions, the model analyzed the impacts of adding an additional feedwater heater (FWH) and reheater to the baseline single reheater (SR) and 8 FWH case. Through the process of introducing reheat and/or regenerative cycles, the authors found: (1) A-USC steam conditions offers an approximate 4% power plant efficiency increase in comparison to the baseline USC steam conditions and; (2) power plant efficiencies increase approximately 1.5% when a 9th FWH and double reheater are added, however; (3) this also results in an approximate 64 • C increase in the superheating of extraction stream. This excessive rise in the superheating of extraction steam was found to cause overall energy loss, reducing the overall efficiency of the power plant. Therefore, it was surmised that if the increase in the superheat degree of extraction steam from the improved steam cycle, which can effectively reduce, the efficiency of the power plant could be further improved. To determine the efficiency variations based on the reduction of the superheat degree of extraction steam, the authors applied a regenerative turbine (RT) to the model. Introducing the RT to the A-USC DR and 9 FWH was found to decrease from the average extraction steam temperature from 221 • C to 108 • C and result in an increase in power plant efficiency of approximately 0.3% to 49.5%. An economic analysis was also performed to assess the fiscal feasibility of adding an RT. Assuming the initial investment to be USD 1409 million, implementing an RT equated to a net present value increase of approximately USD 33 million as compared to that of similar life (30 years of durability) expectancy of A-USC without using an RT. The findings of this study have the potential to improve South Korea's energy policy, reducing the superheat degree of extraction steam that rises excessively during A-USC steam condition optimization. While this study is focused on South Korea, said findings are also generalizable to worldwide energy policies, serving as an effective method to not only increase system efficiencies, but enhance the economic feasibility as well.
Introduction
Coal-fired power plants are a reliable source of energy due to the worldwide abundance of coal reserves and efficiencies in converting said sources into electric power. However, they produce significantly more environmental pollution in comparison to other power sources. The National Greenhouse Gas Inventory Report of South Korea for 2015 found that the total greenhouse gas emissions amounted to 694.5 million tons (CO2eq) with 606.2 million tons (CO2eq) coming from the energy sector-coal-fired power generation being the most significant contributor [1] . Lower emitting power generation sources, often alternative or sustainable energy sources, are currently unable to meet the global energy requirements. Nuclear power generation is a viable source but has been viewed negatively as of late due to Japan's Fukushima nuclear plant. In order to reduce the risk of disasters and meet the increasing demand for electric power, it is necessary to construct and invest in a coal-fired power plant that uses technologies that can solve environmental problems. One method to reduce carbon emissions is to increase the operational efficiencies of these coal-fired power plants, and the most effective way to achieve this is to optimize the temperature and pressure of the main and reheat steam. Figure 1 shows the improvement of heat rate according to the condition of the main steam and reheat steam under single reheat (SR) condition. As the steam conditions increase from 10 bar to 10 bar based on 161 bar (main steam pressure)/538 • C (main steam temperature)/538 • C (reheat steam temperature), the heat consumption rates are improved by 0.5% and 0.2%. The temperature and pressure conditions of the steam are proportional to the efficiency. Improvement of the steam condition is essential for efficiency improvement [2] . Coal-fired power plants are a reliable source of energy due to the worldwide abundance of coal reserves and efficiencies in converting said sources into electric power. However, they produce significantly more environmental pollution in comparison to other power sources. The National Greenhouse Gas Inventory Report of South Korea for 2015 found that the total greenhouse gas emissions amounted to 694.5 million tons (CO2eq) with 606.2 million tons (CO2eq) coming from the energy sector -coal-fired power generation being the most significant contributor [1] . Lower emitting power generation sources, often alternative or sustainable energy sources, are currently unable to meet the global energy requirements. Nuclear power generation is a viable source but has been viewed negatively as of late due to Japan's Fukushima nuclear plant. In order to reduce the risk of disasters and meet the increasing demand for electric power, it is necessary to construct and invest in a coal-fired power plant that uses technologies that can solve environmental problems. One method to reduce carbon emissions is to increase the operational efficiencies of these coal-fired power plants, and the most effective way to achieve this is to optimize the temperature and pressure of the main and reheat steam. Figure 1 shows the improvement of heat rate according to the condition of the main steam and reheat steam under single reheat (SR) condition. As the steam conditions increase from 10 bar to 10 bar based on 161 bar (main steam pressure) / 538°C (main steam temperature) / 538°C (reheat steam temperature), the heat consumption rates are improved by 0.5% and 0.2%. The temperature and pressure conditions of the steam are proportional to the efficiency. Improvement of the steam condition is essential for efficiency improvement [2] . In an attempt to achieve optimal efficiency, investors are developing coal-fired power plants with everincreasing steam conditions. To date, the coal-fired power plant types are currently divided into subcritical, supercritical, ultra-supercritical (USC) and advanced-ultra supercritical (A-USC) depending on the temperature and pressure conditions of the main steam. One of the determining reference points is the critical point which is the state where the saturated liquid line of the steam and the saturated steam line meet with each other. The working fluid of a coal-fired power plant is water vapor which has a critical point of 225.6 kg/cm 2 , 374°C. The subcritical power plant is operated with water vapor below the critical point. The supercritical power plant is operated with steam exceeding the critical point. There is no unified definition of conditions above supercritical pressure. This is because it is defined by the manufacturer of power generation facilities and by the country. Table 1 shows the power plant designations per the International Energy Agency (IEA), Electric Power Research Institute (EPRI), General Electric (GE), Hitachi, and Korea. As can be seen, South Korean electrical companies have accepted the threshold pressure conditions of Japan. Since 2000, Japan has started to develop A-USC technology at 700°C. From 2021 to 2026, Japan will be constructing and operating pilot A-USC plants with two-stage reheat type (specification: 600 MW, 357 kg/cm 2 / 720°C / 720°C). Considering the progress of advanced countries including Japan, the efficiency improvement of coal-fired power plants in South Korea will be based on the advanced ultra-critical pressure (A-USC) of 500 to 700MW. Steam conditions are expected to be the same as in the US at 357kg/cm 2 / 700 °C / 730 °C. In an attempt to achieve optimal efficiency, investors are developing coal-fired power plants with ever-increasing steam conditions. To date, the coal-fired power plant types are currently divided into subcritical, supercritical, ultra-supercritical (USC) and advanced-ultra supercritical (A-USC) depending on the temperature and pressure conditions of the main steam. One of the determining reference points is the critical point which is the state where the saturated liquid line of the steam and the saturated steam line meet with each other. The working fluid of a coal-fired power plant is water vapor which has a critical point of 225.6 kg/cm 2 , 374 • C. The subcritical power plant is operated with water vapor below the critical point. The supercritical power plant is operated with steam exceeding the critical point. There is no unified definition of conditions above supercritical pressure. This is because it is defined by the manufacturer of power generation facilities and by the country. Table 1 shows the power plant designations per the International Energy Agency (IEA), Electric Power Research Institute (EPRI), General Electric (GE), Hitachi, and Korea. As can be seen, South Korean electrical companies have accepted the threshold pressure conditions of Japan. Since 2000, Japan has started to develop A-USC technology at 700 • C. From 2021 to 2026, Japan will be constructing and operating pilot A-USC plants with two-stage reheat type (specification: 600 MW, 357 kg/cm 2 /720 • C/720 • C). Considering the progress of advanced countries including Japan, the efficiency improvement of coal-fired power plants in South Korea will be based on the advanced ultra-critical pressure (A-USC) of 500 to 700 MW. Steam conditions are expected to be the same as in the US at 357kg/cm 2 /700 • C/730 • C. 
T is main steam temperature/reheated steam temperature.
Optimization of the plant cycle is necessary to improve the steam condition. This requires improvements in regeneration and reheat cycles. However, when the temperature of the main steam and the reheat steam increases due to the introduction of these cycles, the temperature of the extraction steam supplied by the turbine increases for the heating of the water in the feedwater heater. The increase in the temperature of extraction steam induces the superheat degree to rise. The superheat degree is the difference between the superheat temperature of extraction steam and the saturated steam temperature inside the water heater. As the degree of superheat increases, the exergy loss in the water heat exchanger increases. This causes a reduction in plant efficiencies and may cause equipment damage. One mitigation method is to add a regenerative turbine. Thus, the authors developed a simulation model based on data collected from an operational 500 MW USC Korean power plant to fully understand the impacts of the reheat and regenerative cycles and an additional regenerative turbine (RT) on plant power output, the heat consumption rate, and plant efficiency. Through this process, the authors found the A-USC with an introduced reheat and regenerative cycle to be the most efficient, achieving 49.5% efficiency. Furthermore, the authors found that the introduction of the RT equates to a net present value (NPV) increase of approximately USD 35 million.
Existing Literature
Within existing literature, researchers have studied general thermodynamic principles as they pertain to the energy sector, often in an attempt to maximize power plant efficiency. Ibrahim and Husain [8] , Habib and Zubair [9] , Ibrahim and Yunus [10] , and Mehmet et al. [11] all present thermodynamic analyses tools to be used to assess energy, entropy, and exergy within the Rankine cycles providing seminal processes for assessing the impact of reheat and regenerative cycles. Mohamed et al. [12] present a mathematical model to analyze the exergy of steam power plants, referencing the steam conditions which are necessary to improve power plant efficiency. Luo et al. [13] also present mathematical models to characterize thermodynamic behavior under varying conditions, focusing on the impact of steam extraction. Wang et al. [14] present the application of a conventional and innovative approach to analyzing the exergy of supercritical coal-fired power plants. They found that conventional analyses lack considerations of cross-component interactions and propose an advance procedure which improves plant synergy [14] . Sankaran et al. [15] and Erbay et al. [16] present the optimal design of regenerative gas turbine engines, their findings used to support this paper's assessment of regenerative turbines and their current effectiveness.
There have also been several publications dedicated to assessing the economic analyses of power plant optimization solutions. From a broad perspective, existing publications have discussed capital budgeting, cost of capital, and capital structures within megaprojects and corporate finance [17] . Other studies have performed analyses on new net present value (NPV) methodologies which incorporate the weighted average cost of capital and dual risk-return opportunities, thereby including risk and uncertainty [18] . While not applicable to any one sector, they provide an excellent foundation to build off of, applying NPV assessments to large capital projects funded through corporate finance. Concerning economic assessments within the energy sector, Kumar et al. [19] performed an NPV assessment of a 210 MW subcritical coal-fired power plant. Their assessment was unique as it was more comprehensive than many studies, including all equipment, construction, and installation cost considerations. They found the fuel cost to be highly sensitive and payback period to be 10 years [19] . Lee et al. [20] and Zhong et al. [21] build off of these findings, presenting systematic algorithms which provide thermodynamic analysis, economic evaluations, and sensitivity analyses pertaining to the design, installation, and operation of coal-fired power plant steam conditions.
More closely related to the topic of this paper, many researchers have published economic analyses of power plant operational processes with the potential to increase efficiencies. Hong and Lee [22] presented a tool which aids decision makers in making efficient life-cycle cost-effective design decisions pertaining to the steam-cycle conditions in the preliminary design phases. Finally, this study builds most significantly off of the findings of Lee et al. [23] , Kim and Lee [24] , and Wang et al. [25] . Lee et al. [23] present areas of risk and specific risk events that are common on USC power plants. Kim and Lee [24] used the Performance Evaluation of Power System Efficiencies (PEPSE) thermodynamic simulation tool to assess the fiscal efficiency of off-power plants. This study builds off of their findings, also using the PEPSE tool to simulate power plant efficiencies. Ligang et al. [25] performed an economic analysis of modern USC power plants, assessing the economic performance of typical equipment in an attempt to present more cost-effective designs.
Advanced-Ultra-Supercritical power plants are a relatively new concept within the energy sector and have thus received very little attention in academia. Through an extensive literature review, the authors found only five publications dedicated to the subject. Fukuda [26] presents findings concerning the state of technology within Japan concerning development of equipment and materials to support the construction and operation of A-USC power plants. Liu and Xie [27] discuss the importance and urgency of China to enter into the A-USC market to maintain global competitiveness in the energy sector, summarizing their current progress in said arena. Nomoto [28] discusses the potential value adding of A-USC power plants, specifically their positive impact on mitigating global warming through CO2 emissions reductions. Finally, Gianfancesco [29] and Gianfrancesco and Blum [30] give an overview of the research and developments in Europe to support the advancement to A-USC power generation.
Data Collection and Research Methodology
The authors calculated the optimal steam conditions to maximum USC and A-USC plant efficiencies by assessing the impact the introducing the following variables had on the gross power, gross heat rate, and overall plant efficiencies: regeneration cycle, reheat cycle, and regeneration and reheat cycle. Furthermore, the authors calculated the financial viability of using a regenerative turbine to reduce system overheating. The research methodology used to assess these impacts can be seen in Figure 2 . Data collected from a 500 MW Korean-constructed domestic USC power plant was used to develop a baseline simulation model. The model was developed through the PEPSE software which simulates gross power and heat rate based on variable steam conditions. The accuracy of the model was then ensured by comparing the simulated results to the actual operational results. The power output and heat rate were compared at the valve wide open (VWO) and 100%, 75%, and 50% maximum guaranteed rating (MGR) operational settings. The authors iterated on the simulation model until at least 99% accuracy was achieved. Once the simulation model's accuracy was verified, it was used to assess the impacts of introducing optimized regeneration, reheat, and regeneration and reheat cycles on both USC and A-USC plants. The A-USC power plant was developed based on expectant parameters per the IEA [3] . Finally, the authors assessed the impact of introducing a regenerative turbine to reduce any overheating of the system and performed an economic analysis to determine the fiscal feasibility of said turbine. This process is presented in greater detail in the following subsections. 
Data Collection
The 500 MW USC pressure coal-fired power plant used to develop the reference model is currently in operation in South Korea. The power plant consists of a single reheater (SR) and eight feedwater heaters (FWH) and includes a reheat and regeneration cycle. The plant consists of a highpressure steam turbine, a medium pressure single flow turbine and a low-pressure double flow turbine in tandem. The turbine back pressure is 38.1 mmHg. The output, heat consumption rate and steam conditions for each load are shown in Table 2 and a simplified model can be seen in Figure 3 . The study of the steam cycle is bound by the turbine and boiler, first stage reheater, condenser, multiple and feed pump, deaerator and water heater as shown in Figure 3 . The authors made the assumption that efficiency is estimated separately from the system. The boiler was not included in the analysis as the design work of the manufacturer. 
The 500 MW USC pressure coal-fired power plant used to develop the reference model is currently in operation in South Korea. The power plant consists of a single reheater (SR) and eight feedwater heaters (FWH) and includes a reheat and regeneration cycle. The plant consists of a high-pressure steam turbine, a medium pressure single flow turbine and a low-pressure double flow turbine in tandem. The turbine back pressure is 38.1 mmHg. The output, heat consumption rate and steam conditions for each load are shown in Table 2 and a simplified model can be seen in Figure 3 . The study of the steam cycle is bound by the turbine and boiler, first stage reheater, condenser, multiple and feed pump, deaerator and water heater as shown in Figure 3 . The authors made the assumption that efficiency is estimated separately from the system. The boiler was not included in the analysis as the design work of the manufacturer.
The 500 MW A-USC pressure coal-fired test power plant was developed based on the IEA steam conditions of an A-USC plant. The main steam temperature and the reheated steam temperature were selected as 700 • C/730 • C, which is the next generation ultrasonic threshold pressure development target of IEA [3] . Based on the steams condition of the USC steam cycle described above, the main steam pressure was selected to be 350 kg/cm 2 , in which the fluctuation of the output and the heat consumption rate were almost eliminated. The main input variables required for the PEPSE software are the same as the 500 MW USC plant design specifications. The 500 MW A-USC pressure coal-fired test power plant was developed based on the IEA steam conditions of an A-USC plant. The main steam temperature and the reheated steam temperature were selected as 700°C/730°C, which is the next generation ultrasonic threshold pressure development target of IEA [3] . Based on the steams condition of the USC steam cycle described above, the main steam pressure was selected to be 350 kg/cm 2 , in which the fluctuation of the output and the heat consumption rate were almost eliminated. The main input variables required for the PEPSE software are the same as the 500 MW USC plant design specifications.
PEPSE Model
The PEPSE (version 77) software was used to simulate plant operation optimizations. The reason this tool was used, is that it allows an analysis of both the plant and the individual components. It was specifically developed to perform quick 'what if' studies to test potential efficiency improvements, which is the goal of this study. The system has also a history of success, being used within industry for more than 30 years. It remains current to the existing computing requirements and industry practices through frequent version improvements (currently on version 77). The program allows modeling of the turbine steam cycle, coal fueled boiler process, the combined cycle, and heat recovery equipment functionality. PEPSE allows discussions on the performance of individual components of the equipment; the effects of changing equipment, operating conditions, and design; and calculating efficiency, optimization, and sensitivity (more information on the software can be found on the software website [31] .
Model Development and Verification
The performance prediction models used for this paper are as presented by the seminal works of Spencer and Cotton [32] . Based on these prediction theories as simulated in the PEPSE software, the authors estimated the performance change based on initial steam conditions of the 500 MW USC power plant. The first variable to be determined is the internal efficiencies of the turbines which refers to the ratio of used energy to available energy. While there are methods to estimate this, the authors used the 500 MW USC operational turbine driven feed pump efficiency of 84% for the turbine, 83% for the pump and 80% efficiency for multiple pumps.
The outlet pressure of the first stage of the high-pressure turbine is determined by the available energy (AE), which is an adiabatic heat fall. In addition, the steam outflow rate is determined by the 
PEPSE Model
Model Development and Verification
The outlet pressure of the first stage of the high-pressure turbine is determined by the available energy (AE), which is an adiabatic heat fall. In addition, the steam outflow rate is determined by the pitch diameter (PD) of the first stage of the high-pressure turbine as shown in Equation (1) and the optimal speed ratio condition as defined by the speed ratio (W/V0) curves [33] . In this paper, per the speed ratio curves, the turbine achieves the highest efficiency at 0.5. The remaining stages of the high-pressure turbine have a constant pressure ratio as determined by the load variation [34] .
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where W is the outflow rate, V 0 is the inlet diameter, and PD is the pitch diameter which is 949.96 mm for this paper.
If the pressure ratio of each stage is constant, general flow rate can be simply expressed as follows, where C is the bowl flow coefficient [34] .
where w is the outflow rate, C is the bowl flow coefficient, P i is the inlet pressure, v is the mean flow velocity, and T i is the inlet temperature.
In the final stage of the low-pressure turbine and the condenser, the exhaust loss that is not converted to work occurs as exhaust speed loss, the exhaust chamber pressure drops, the final stage windage, and the annular area limit loss. The final stage windage and cyclic area limitation losses occur at the bottom and in special operating conditions and are not taken into account here. The exhaust loss of the operational 500 MW USC power plant is represented as a function of the annulus velocity as shown in Figure 4 , below.
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In the final stage of the low-pressure turbine and the condenser, the exhaust loss that is not converted to work occurs as exhaust speed loss, the exhaust chamber pressure drops, the final stage windage, and the annular area limit loss. The final stage windage and cyclic area limitation losses occur at the bottom and in special operating conditions and are not taken into account here. The exhaust loss of the operational 500 MW USC power plant is represented as a function of the annulus velocity as shown in Figure 4 , below. 
where Van is the exit velocity, wa is the exit flow rate, v is the mean flow velocity, Aan is the exit area or exhaust annulus area which is 8.11m 2 per end for the low-pressure turbine for this paper, and Y is the percent weighted average moisture at the expansion line end point (ELEP). The loss of pressure drop in the exhaust chamber can be neglected compared to the loss of the outlet velocity. In most steam turbines, the exit velocity of the final steam of the low-pressure turbine can be obtained from Equation (3) and the total exhaust loss (TEL) is determined from the exhaust loss curve as a function of the outflow velocity of the final stage steam [34] .
where V an is the exit velocity, w a is the exit flow rate, v is the mean flow velocity, A an is the exit area or exhaust annulus area which is 8.11 m 2 per end for the low-pressure turbine for this paper, and Y is the percent weighted average moisture at the expansion line end point (ELEP). The low-pressure turbine end-end entropy (TEP) is also referred to as the used energy end point (UEEP) which, for this paper, is obtained by adding the ELEP and the total exhaust loss, corrected for the effect of wetting [34] .
where H UEEP is the used energy end point entropy, H ELEP is the expansion line end point entropy, TEL is the total exhaust loss, Y is the percent weighted average moisture at the ELEP, E D is the dry efficiency of the fictitious turbine stage defined as 0.87 for this paper, and ML is the moisture loss coefficient defined by 1 − 0.00065Y. The outlet conditions for water heating in the steam cycle are determined by the drain cooler approach (DCA) and terminal temperature difference (TTD). DCA means the difference between the outlet temperature of the heated steam and the inlet temperature of the feed water. TTD means the difference between the saturation temperature of the heated steam and the outlet temperature of the feed water. The smaller the DCA and TTD, the higher the temperature efficiency. However, the larger the heat transfer area of the water heat exchanger, the larger the volume becomes. For this paper's model, the TTD/DCA are as follows: 1.7/5.6 • C for feedwater heaters 1 to 5, −1.7/5.6 • C for feedwater heaters 6 and 8, and 0/5.6 • C for feedwater heater 7. Furthermore, for this paper, the steam cycle is analyzed in a performance prediction mode in which the TTD and DCA of the feedwater heat exchanger are kept constant, even when the load variation or the steam flow rate is changed. Therefore, if the heating vapor enthalpy of the water inlet is not changed, the supply flow of the heating steam changes to maintain DCA and TTD.
Overall, the PEPSE software developed a model based on the variables presented in Table 2 and equations and assumptions as presented above (for a full description of the PEPSE process, review the PEPSE manual engineering model description [33] ). Using the process and variables presented above, the model was developed based on the VWO and 100% MGR, 75% MGR and 50% MGR steam conditions. The internal efficiency of the initial steam reflected the VWO condition. Changes to the distribution efficiency per changes in initial steam conditions were performed according to the procedure of Spencer and Cotton [32] . The flow coefficient of the bowl at each stage of the turbine excluding the first stage of the high pressure (HP) turbine was constant regardless of the load variation. The water heater was set to performance mode. TTD (terminal temperature difference) and DCA (drain cooler approach) should be kept constant. From the above equations and assumptions, the turbine constants used for the model can be seen below in Table 3 . The baseline USC simulation model (a single reheater and eight feedwater heaters) schematic is constructed as shown below in Figure 5 .
The simulation model's accuracy was then verified by comparing the simulation and actual operational power output and heat consumption rate (performance calculations shown below in Section 3.4). Table 4 shows the comparison between the developed simulation model and actual plant performance. It is confirmed that the error of the result value is within ± 1% at all loads. In this paper, it is confirmed that the VWO condition which was used as the basis of the simulation analysis has an error range within ± 0.5%.
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The baseline USC simulation model (a single reheater and eight feedwater heaters) schematic is constructed as shown below in Figure 5 . The simulation model's accuracy was then verified by comparing the simulation and actual operational power output and heat consumption rate (performance calculations shown below in Section 3.4). Table 4 shows the comparison between the developed simulation model and actual plant performance. It is confirmed that the error of the result value is within ± 1% at all loads. In this paper, it is confirmed that the VWO condition which was used as the basis of the simulation analysis has an The simulation model, verified to be accurate in calculating USC power output and heat rate, was then slightly modified to A-USC simulation model. The changes to the system included a main steam temperature and reheated steam temperature of 700 • C/730 • C and main steam pressure of 350 kg/cm 2 . The remaining variables were the same as the 500 MW USC plant design specifications. An example A-USC simulation model (double reheater or DR), nine feedwater heaters, and a regenerative turbine) schematic is constructed as shown below in Figure 6 .
Performance Analysis
The main performance indicators for evaluating the steam cycle of a power plant are the power output, thermal efficiency, and heat rate of the turbine generator. The power generation efficiency can be calculated by the input/output method (Equation (5)) or the heat loss method. The input/output method is used to calculate the turbine generator efficiency
where η p is the power generation efficiency, KWG is the power output of the generator, WFE is the fuel consumption, HHV is the high heating value of the fuel, Q B is the additional heat input, and ML is the moisture loss coefficient defined by 1 − 0.00065Y. Alternatively, the heat loss power generation efficiency method is expressed by multiplying the boiler thermal efficiency (η B ) by the turbine thermal efficiency (ηT) minus the plant loss (PL). Note that the plant losses are estimated because it is virtually impossible to directly measure losses in boilers or turbines. This is the method used for this paper and shown below in Equation (6) 
where η p is the power generation efficiency, η B is the power generation efficiency assumed to be 90.8% based on historical operational data of the existing 500 MW USC plant, ∆PL is the plant loss assumed to be 0.1% also based on historical operational data of the existing 500 MW USC plant, and η T is the power output of the generator defined by the following equation:
kg/cm 2 . The remaining variables were the same as the 500 MW USC plant design specifications. An example A-USC simulation model (double reheater or DR), nine feedwater heaters, and a regenerative turbine) schematic is constructed as shown below in Figure 6 . 
The main performance indicators for evaluating the steam cycle of a power plant are the power output, thermal efficiency, and heat rate of the turbine generator. The power generation efficiency can be calculated by the input/output method (Equation 5) or the heat loss method. The input/output method is used to calculate the turbine generator efficiency = * 860 * * * 100[%], Having established the baseline USC and A-USC models, a single reheater (SR) and eight feedwater heaters, the authors introduce and test the impact of three variables, as follows: introduce a regenerative cycle or addition of one feedwater heater (9 FHW), introduce a reheat cycle or addition of one reheater (double reheater or DR), and introduce a regenerative turbine. For all applications, the VWO condition was used for the steam flow rate. The authors performed simulation analysis in the order as follows: the addition of a feedwater heater, the addition of reheater, and the addition of feedwater heater and reheater. For each step, the authors observed changes in the heat consumption rate of the steam cycle, total power output, turbine efficiency, and wet steam at the final stage of the low-pressure turbine. For all analyses, the pressure drop ratio of various piping and tubes and the bowl flow rate of each stage of the turbine were maintained at the set values, the TTD and DCA of all feedwater heaters remained the same in simulation at all times, and the TTD and DCA of the No. 9 high-pressure feedwater heater was set to the same value as the existing No. 8 high-pressure water heater.
From the observed results, it was witnessed that often the extraction steam was overheated and caused efficiency problems (and can even cause steam tube failure). Thus, the authors also introduced a regenerative turbine (RT) which reduces the extraction steam heat. The authors examined the impact of the RT on the most extreme scenario (A-USC DR & 9 FHW), observing the heat consumption rate of the steam cycle, total power output, turbine efficiency, and superheat degree of extraction steam. The A-USC DR and 9 FHW with and without an RT performance were then used to perform an economic analysis to see the fiscal feasibility of using an RT.
Economic Analysis
The authors performed an economic analysis on the use of the RT by calculating the net present value (NPV), internal rate of return (IRR), and net annual revenue (NAR). NPV calculates the present value of future cash flows using a discount rate. For this paper, if the NPV is greater than $0, the investment is considered economically viable. NPV is calculated in Equation (8):
where CFI is the cash flow input, CFO is the cash flow output, r is the discount rate assumed to be 8% for this project, and t is time. The IRR is the discount rate at which the present value of the future cash inflows from the investment is equal to the present value of the cash outflow. In other words, this means the discount rate that makes the NPV mentioned above zero. If the IRR is greater than the identified target discount rate, the investment is considered to be economical. The IRR is calculated in Equation (9):
where CFI is the cash flow input, CFO is the cash flow output, r is the desired discount rate assumed to be 8% for this project, t is time, and n is the duration under assessment or expected lifespan of the project which is 30 years for this paper. The data required for the economic analysis of the model using advanced supercritical pressure model and the reduction method of degree of extraction steam are shown in Table 5 . Electricity unit price and bituminous coal fuel cost refer to Electric Power Statistics Information System (EPSIS) of South Korea [35] . The remaining data are collected from the operational 500 MW USC power plant. The discount rate of the reference information is assumed to be 8% of the weighted average cost of capital, which means the minimum required return on future investment in the present market conditions. Depreciation expense is calculated using the straight-line method assuming a 20 years design-life in accordance with the accounting policies of South Korean power generation companies.
Income tax is estimated at 25% including resident tax. In addition, maintenance cost is calculated by adding the average unit cost of labor costs, repair and maintenance costs and expenses among total costs of Korea Electric Power Corporation (KEPCO) in 2013. The RT cost was found to be USD 4.32 million, the piping USD 1.39 million and the installation cost USD 0.29 million. Thus, the total RT investment cost is USD 6.0 million [36] . Tax rates and energy efficiency are also shown in Table 5 . 
Findings

Performance Analysis
The impact to the power output and heat rate in introducing a regeneration cycle (9 FHW) and reheat cycle (DR) are shown in Table 6 . The FWH addition to the USC and A-USC models increased the final feedwater temperature. However, the total power output decreased with no significant impact to the overall heat consumption rate because the final feedwater was added to the extraction steam. We see similar results when the FWH is added to the reheat cycle. Alternatively, both the power output and the heat consumption rate were improved when only the reheat cycle was introduced (DR). The ultimate turbine efficiency is achieved when both the reheat and regenerative cycles are introduced. The optimal scenario therefore appears to be introducing the reheat cycle (DR) without introducing the regenerative cycle (8 FHW) . When comparing DR + 8 FWH and DR + 9 FWH for A-USC, the power output is higher at 8 FWH. This may seem good when considering only the revenues, but 9 FWH is most suitable from the viewpoint of power plant efficiency when the purpose of this study is considered. The reason why the power output is lowered by the addition of the feedwater heater (i.e., 8 FWH→9 FWH), is that the steam flow value of each simulation model is set equal in the simulation analysis. If the power output is set to the same value, the mass flow rate of the steam generated in the boiler must be set differently. However, this change in setting does not affect the value of the heat consumption rate. This study aims at improving efficiency and optimizing as mentioned above. Therefore, the authors focused on heat consumption rate and power plant efficiency. The power plant efficiency was obtained by the following Equation (6) . From the turbine efficiency, the authors were able to calculate the total plant efficiency, assuming a boiler efficiency of 90.8%. As shown in Figure 7 , the model with the greatest plant efficiency was still found to be the A-USC (DR + 9 FWH), at 49.2%.
. From the turbine efficiency, the authors were able to calculate the total plant efficiency, assuming a boiler efficiency of 90.8%. As shown in Figure 7 , the model with the greatest plant efficiency was still found to be the A-USC (DR + 9 FWH), at 49.2%. Based on existing findings in literature [36] , the authors are aware that these conditions can cause extreme superheating of the extraction steam, which reduces plant efficiency and may cause equipment damage. The superheating degree of extraction steam is the value obtained by subtracting the saturation temperature corresponding to the operating pressure of the condensing zone of the water supply at the feedwater heater temperature. If the degree of superheat becomes excessively high, heat energy cannot be utilized for heat exchange with the water supply, and the lost heat energy is increased. In addition, if the superheat degree becomes higher than the proper level, it is necessary to apply the high specification material to the additional piping and the feedwater heater, otherwise, thermodynamic problems may occur. As such, the authors assessed the impact each model has on the superheating of the extraction steam (S.H. Degree). As can be seen in Table 7 , the DR has significant impacts on the superheating, nearly 100°C in comparing the A-USC SR+8FWH to A-USC DR+8FWH. 
USC (SR+8 FWH) USC (DR+8 FWH) A-USC (SR+8 FWH)A-USC (DR+8 FWH)
Plant efficiency (%) 47.3 Based on existing findings in literature [36] , the authors are aware that these conditions can cause extreme superheating of the extraction steam, which reduces plant efficiency and may cause equipment damage. The superheating degree of extraction steam is the value obtained by subtracting the saturation temperature corresponding to the operating pressure of the condensing zone of the water supply at the feedwater heater temperature. If the degree of superheat becomes excessively high, heat energy cannot be utilized for heat exchange with the water supply, and the lost heat energy is increased. In addition, if the superheat degree becomes higher than the proper level, it is necessary to apply the high specification material to the additional piping and the feedwater heater, otherwise, thermodynamic problems may occur. As such, the authors assessed the impact each model has on the superheating of the extraction steam (S.H. Degree). As can be seen in Table 7 , the DR has significant impacts on the superheating, nearly 100 • C in comparing the A-USC SR + 8 FWH to A-USC DR + 8 FWH.
While the most efficient plant model is the A-USC DR and 9 FHW from Figure 7 , it is seen in Table 7 that this configuration creates a superheat degree dangerously high. One option to mitigate these issues is to add a regenerative turbine, which effectively lowers the elevated superheat temperature. This mitigation measure modifies the plant by replacing part of the exhaust steam of the reheat shear with the RT, sending it to each feedwater heater without additional reheating of extraction steam. As a result, it was confirmed that the superheat degree of each extraction steam is reduced as shown in Table 8 and Figure 8 . Table 9 shows the performance comparison of the A-USC with and without the superheat reduction method. It was found that both the output and the efficiency were improved by reducing the superheat degree of extraction steam through RT. The advantage of this configuration is that it not only improves performance, but also eliminates thermodynamic problems that may be caused by high temperatures, while at the same time eliminating the need to apply high-quality materials. It is also one of the advantages that the configuration of the IP turbine can be made more concise. For more practical results, various design data such as boilers, steam turbines and generators, machines and controls should be considered. However, if performance conditions such as the same feedwater flow rate, the back pressure of the condenser, and the water supply heat are the same under the VWO Table 9 shows the performance comparison of the A-USC with and without the superheat reduction method. It was found that both the output and the efficiency were improved by reducing the superheat degree of extraction steam through RT. The advantage of this configuration is that it not only improves performance, but also eliminates thermodynamic problems that may be caused by high temperatures, while at the same time eliminating the need to apply high-quality materials. It is also one of the advantages that the configuration of the IP turbine can be made more concise. For more practical results, various design data such as boilers, steam turbines and generators, machines and controls should be considered. However, if performance conditions such as the same feedwater flow rate, the back pressure of the condenser, and the water supply heat are the same under the VWO condition, a highly efficient eco-friendly power plant with a total output of 695.5MW and a plant efficiency of 49.5% respectively is expected. Application of RT -N/A Application
Economic Analysis
Using the above data, the authors then performed an NPV and IRR analysis on the A-USC power plant with and without an RT installed. For the A-USC power plant without a RT, when the investment cost is USD 1778.52 million, the net present value is zero. Alternatively, for the A-USC power plant with a RT, when the investment cost is USD 1795.75 million, the net present value is zero. These assessments are based off of a power plant lifespan of 30 years and an IRR of 8% based on the operational plant's company preferences and Korean market conditions. This finding means that the A-USC with an RT can be economically feasible at a higher investment requirement, approximately USD 17 million higher. The authors performed this analysis as, in the early planning stages, initial investments can often have significant uncertainty. These results provide the reader and industry with a maximum allowable investment for an A-USC with and without an RT. Figure 9 shows the relationship between the initial investment and IRR for (a) A-USC without an RT and (b) A-USC with an RT. The required investment for the 500 MW USC referenced power plant was approximately USD 1,409 million. While the 500 MW A-USC would likely cost slightly more, the authors used this initial investment to perform the NPV and IRR analysis. While these values may be slightly inaccurate, they are still of value to allow a comparison between the A-USC not installing and installing an RT. As can be seen in Table 10 , with the assumptions of a 30-year lifespan, 8% discount rate, and USD 1,409 million initial investment, the A-USC has an increased NPV of 33 million and a 0.2% higher IRR. In conclusion, if the RT is installed in advanced supercritical pressure power plant, the initial investment cost will increase, and the net profit will increase by about USD 3 million each year, while the initial investment cost of RT will be recovered within about 4-5 years was predicted. In the above analysis, the cost of bituminous coal fueled encompasses approximately 70% of the annual cash outflow. In particular, the authors analyzed how the minimum investment cost of fuel cost changes as fuel cost fluctuates with time. For reference, the minimum investment cost means the cost of bringing the net present value to zero during the lifetime of the plant. The required investment for the 500 MW USC referenced power plant was approximately USD 1409 million. While the 500 MW A-USC would likely cost slightly more, the authors used this initial investment to perform the NPV and IRR analysis. While these values may be slightly inaccurate, they are still of value to allow a comparison between the A-USC not installing and installing an RT. As can be seen in Table 10 , with the assumptions of a 30-year lifespan, 8% discount rate, and USD 1409 million initial investment, the A-USC has an increased NPV of 33 million and a 0.2% higher IRR. In conclusion, if the RT is installed in advanced supercritical pressure power plant, the initial investment cost will increase, and the net profit will increase by about USD 3 million each year, while the initial investment cost of RT will be recovered within about 4-5 years was predicted. In the above analysis, the cost of bituminous coal fueled encompasses approximately 70% of the annual cash outflow. In particular, the authors analyzed how the minimum investment cost of fuel cost changes as fuel cost fluctuates with time. For reference, the minimum investment cost means the cost of bringing the net present value to zero during the lifetime of the plant. Fuel costs in South Korea soared from the year 2008. This is because fuel consumption has increased sharply due to the accelerated industrialization of countries with global economies such as China and BRIC. Although Table 11 . As can be seen, there is an approximate USD 1,850 million difference across the pessimistic, most likely, and optimistic scenarios. From these findings, it is confirmed that the optimal investment cost is linearly inversely proportional to the fuel unit price when the A-USC with RT model is applied. This means that if the unit price of fuel is increased by 0.1 cent/kWh, the NPV is reduced by about USD 925 million. Fuel cost has a great influence on the investment cost.
Sensitivity Analysis
The authors performed a sensitivity analysis based on the above results. The authors used the Electric Power Statistics Information System (EPSIS [35] ) to investigate impact the volatility of the bituminous coal fuel cost has on the NPV. Based on KEPCO's electricity sales unit price and operation & maintenance (O&M) cost, the bituminous coal fuel cost was found to vary from~−30 to 30% the average or base cost. Electricity sales were found to range between −10~20% and O&M cost −10~10%. In addition, the authors selected operationality as a volatility factor because it affects operation performance of power generation facilities thus impacting the futures value. The operationality was 60% (min), 90% (mean) and 95% (max). The total volatility factors are coal-fired fuel cost, electricity sales unit cost, maintenance cost, and operationality. Fixed factors are total generation capacity of A-USC & A-USC with RT calculated above, corporate tax (25%), depreciation (20 years) , and the life span of the power plant (30 years). Based on this, the authors performed a sensitivity analysis of income, fuel cost, and O&M cost with Monte Carlo simulation, using @RISK ver.7.6 [37] . @Risk software is a tool that can perform a Monte Carlo simulation using probability distribution to measure the effect of uncertainty, and the sensitivity analysis can also be performed through the result. The mean future value which was calculated through simulation is obtained by subtracting Fuel Cost and O & M Cost from income. Since depreciation differs from plant life cycle, it is calculated separately from the future value along with the tax. Sensitivity analysis results show that income has a greater impact than fuel or the O&M cost fluctuations. This is shown in Figure 10 below. In the negative direction, fuel cost has a big influence on the economy as mentioned in the economic analysis. In addition, it can be seen that A-USC had a more negative effect on the fuel side than A-USC with RT by 0.64%. Also, under the following conditions, the NPV value of A-USC was 2627 M USD and that of A-USC with RT was 2660 M USD. A-USC with RT was 33 M USD big. 
Conclusions and Future Research
The authors present a simulation model developed through the PEPSE thermodynamic software, based on the steam conditions of an operational 500 MW USC pressure coal-fired power plant. The authors verified the model's accuracy by comparing the outputs to operational outputs, and slightly modified it to assess A-USC steam conditions. Through the process of introducing reheat and/or regenerative cycles, the authors found that the A-USC steam conditions offers an approximate 4% efficiency increase in comparison to USC steam conditions. Furthermore, introducing a reheat and regenerative cycle to the A-USC model resulted in an approximate 1.5% increase in overall power plant efficiency (within the parameters of the steam cycle). While these were positive results, introducing said cycles into the process also resulted in a significant increase to superheating of extraction stream. The authors introduced a regenerative turbine (RT) to the model in an attempt to minimize this superheating and increase plant efficiencies even further. Introducing the RT to the A-USC DR and 9 FWH was found to decrease from the average extraction steam temperature from 221°C to 108°C and result in an increase in power plant efficiency of approximately 0.3% to 49.5%. This increased efficiency equated to an increased NPV of approximately USD 33 million and an IRR increase of 0.2%, assuming the initial investment to be USD 1,409 million, 30-year lifespan, and 8% discount rate. The price of fuel was found to have a significant impact on all of the simulation models' NPV. For the USD 1,409 500 MW A-USC with an RT, a change in 1 cent/kWh was found to have a USD 925 million impact on the NPV.
While this increase in efficiency and profitability is important, the configuration also allows for intermediate pressure turbines to be fabricated in a simple structure and prevents various problems due to the increase in the superheat. These factors have a greater positive affect the investment cost of the whole power plant, from the operational management point of view. As a result, advanced supercritical steam pressure of 350 kg/cm 2 at the main steam pressure of 700 °C and the reheat steam temperature of 730°C at both of the first and second stages was optimized in the case of the addition of the FWH. Finally, the increased efficiency will equate to an eco-friendlier power plant.
Limitations and Future Research
In this paper the authors excluded the boiler, which is one of the main equipment components. Rather than simulate performance, the boiler efficiencies were assumed based on historical data. 
Conclusions and Future Research
